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11/22 kV STEEL CROSSARM STANDARD 
STOCK CODES 9597 &~.-r,-. 

22 kV STEEL CROSSARM (RURAL) 
STOCK CODES 9613 

A, T, DEC 12 A,T, B,C, 
ITEM 4 ADDED, STEEL REPLACEMENT FOR WOODEN TERM XARM R. I. 09/99 - F.R. 
REDRAWN ON CAD A,D, 05/98 R, I, F,R, ,.ITEM 1 AMENDED, ITEM 4 DELETED N.S. 5/92 
TITLE &NUMBER CHANGED W,T 7187 PowerWaterITEM &STOCK Nos ADDED W.T 1/87 - B,K, 
STORE Nos REVISED, 11kV HOLE SIZE ADDED T.R, 2/85 - G,Mc 
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22kV RURAL 
TERM! NAT ION 
22kV RURAL 
INTERMEDIATE 
STEEL REPLACEMENT FOR 
WOODEN TERMINATION XARM 

NOTE: 

125 X 65 TFC 

150 x 75 PFC 

125 x 65 TFC 

150 x 75 PFC 

1. ALL ROUGH OR BURRED EDGES ARE 
TO BE DRESSED CLEAN. 

POWER STANDARD DRAWING 

CROSSARMS 
STEEL 
HV 

DRAWING SO1-O1-O2-O2NUMBER 
AMENDMENTS DRAFTING STANDARD TO A,S,1100 CAD PROOUCT - DD NDT AMEND MANUALLY 
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