Slope inT
2 2 a
Min. 30m 42m |
Runway 7.6m service pole |
Min. 90m 51.1m
[ Runway Strip 9m pole &
9.1m service pole
60.9m
10.5m pole
70m
12m pole
79.5m
13.5m pole
CROSS SECTION NOTE:
These distances apply only when ground is level.
Designer to make appropriate adjustments when
ground is not level.
Limit of Runway Strip
w Limit of Runway
60m | 375m |
I 76mservice pole |
456m
9m pole & [
9.1m service pole
544m
10.5m pole
625m
12m pole
713m
13.5m pole
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