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NORTHERN TERRITORY

POWER STANDARD DRAWING

ALL DIM. IN mm

DRAFTING STANDARD TO A.S.1100 CAD PRODUCT - DO NOT AMEND MANUALLY

DESCRIPTION
A3

AMDTAMENDMENTS
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TERMINATION & NON M.E.N. INSTALLATION
LV SURGE DIVERTER ARRANGEMENT
POLE TOP UNITS
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UPDATED TO BOLTED ARRANGEMENT

ITEM 5 AMENDED AND ITEM 9 ADDED 

ITEM 10 ADDED & LABELLED. LABEL AMENDED.

NOTE 3 ADDED. ITEM 4 DESCRIPTION AMENDED AND DRAWING REFERENCE ADDED. 
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A SECTION

SCALE 1:15 -

1 DETAIL

SCALE 1:5 -

B SECTION

SCALE 1:15

TERMINATION INSTALLATION NON M.E.N. INSTALLATION
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NOTES :

    REFER TO S01-02-03-19.
 EARTHING IS REQUIRED FOR ALL NEW POLE INSTALLATIONS.TYPE A3. 

   SWITCHES WITH A DOUBLE LUG ARRANGEMENT.
2. LV SURGE DIVERTER TAILS CAN BE TERMINATED ON LV ISOLATING 

   SITUATIONS.
1. THIS ARRANGEMENT IS APPLICABLE TO BOTH 4 WIRE AND 5 WIRE 
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MATERIAL SCHEDULE

DRG REFITEM  No.DESCRIPTIONQTYITEM

S01-01-01-02-LINE POLE-1

S01-01-02-01-LV CROSSARM12

S01-01-04-2010041LV SURGE DIVERTER33

S01-01-04-43114017BOLT, HEX HEAD, M10 x 40 C/W NUT34

S01-01-04-102295CLAMP DISCONECT TEE35

--EXISTING CONDUCTOR TAIL36

S01-02-01-03-LV SHACKLE ASSEMBLY - TYPE 'ST'47

S01-02-01-03-LV PIN INSULATOR ASSEMBLY - TYPE 'LP'48

S02-01-02-11-COPPER CRIMP LUGS 39

S01-01-04-43407989HELICAL SPRING WASHER, M10310
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https://www.powerwater.com.au/__data/assets/pdf_file/0019/6535/S01-01-04-43-LINE-HARDWARE-BOLTS,-NUTS-and-WASHERS-THREADED-ROD5.PDF
https://www.powerwater.com.au/__data/assets/pdf_file/0019/6535/S01-01-04-43-LINE-HARDWARE-BOLTS,-NUTS-and-WASHERS-THREADED-ROD5.PDF
https://www.powerwater.com.au/__data/assets/pdf_file/0020/6914/S02-01-02-11-COPPER-CRIMP-LUGS-FOR-STANDARD-CONNECTIONS.PDF
https://www.powerwater.com.au/__data/assets/pdf_file/0023/6638/S01-02-01-03-ASSEMBLIES-LV-CONDUCTORS-LINE-PIN-AND-SHACKLE-INSULATOR.PDF
https://www.powerwater.com.au/__data/assets/pdf_file/0023/6638/S01-02-01-03-ASSEMBLIES-LV-CONDUCTORS-LINE-PIN-AND-SHACKLE-INSULATOR.PDF
https://www.powerwater.com.au/__data/assets/pdf_file/0018/6552/S01-01-04-10-LINE-HARDWARE-CLAMPS-DISCONNECT,TEE-AND-BAIL.pdf
https://www.powerwater.com.au/__data/assets/pdf_file/0023/6557/SPD-375-S01-01-04-20-LINE-HARDWARE-SURGE-DIVERTER-LOW-VOLTAGE3.pdf
https://www.powerwater.com.au/__data/assets/pdf_file/0015/7521/S01-01-02-01.pdf
https://www.powerwater.com.au/__data/assets/pdf_file/0020/7508/S01-01-01-02.pdf
https://www.powerwater.com.au/__data/assets/pdf_file/0025/6685/S01-02-03-19-EARTHING,-POLE-EARTHING-METHOD,-TYPE-A-and-TYPE-B.PDF



