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NOTES
1. ALL CROSSARMS AND BRACKETS FIXED TO THE POLE. USE A 6mm FILLET WELD ALL
ROUND WITH E41xX ELECTRODES UND.
2. FIX EARTH TEST LINK TO THE POLE BY INTERMITTENT &mm FILLET WELDS (WELD 20, 7 1 | EARTH TEST LINK $1-1-5-2 9142
MISS 40) USING E316L STAINLESS STEEL ELECTRODES. 5 T CABLE PROTECTION CHANNEL 2ND FIXINGS 11430
3. POLE AND ABS WELD POINTS TO BE GROUND TO CLEAN STEEL PRIOR TO WELDING. 5 1 | POST INSULATOR MOUNTING BRACKET 5257222 9605
WELDS TO BE COLD GALVANISED WITH ZINC RICH PAINT. 4 1| HV EDD CROSSARM 525-2-2-3 NEW
4. ML WELDING 15 TO COMPLY WITH AS 1554, 3 || TRANSFORMER BRACKET 16 3230
2 1| SERVICE CROSSARM S1-1-2-1 9555
5. 300mm SECTION OF POLYETHYLENE PIPE TO BE CUT AND 70 sq.mm Cu PE/PVC CABLE | T 1 13.5¢ POLE 1112 1122
70 BE LOOPED AS SHOWN FOR EARTH TESTING.
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WATER oo S‘SAWYER SINGLE WIRE EARTH RETURN
AUTHORITY PEr . DISTRIBUTION TRANSFROMER POLE
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1 |APPROVED FOR CONSTRUCTION. RGI [SEP'99| Mwg | FRR g ISSUED  23/10/97 A3 |DRAWING
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