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NO DESCRIPTION 
AMENDMENTS 

LV ABC TERMINATION CROSSARM 

P.BH. JUL'22 B.V. B.C. 

,. 
PowerWater 

K.T. JAN'20 C.C. C.C. 
RGI FEB'97 A.B. F.R.R. NORTHERN TERRITORY 
ORN OA TE CKO APPO 

TRANSFORMER 
MOUNTING 
BRACKET 

• 1 • 3000 REF 

--• 300-1•----2700 ~F 

----~FUSE SWITCH BRACKET 

NOTES: 
1. ALL WORKMANSHIP AND MATERIALS SHALL BE IN 

ACCORDANCE WITH AS 3678. 

2. ALL WELDING AND WELD PREPARATION SHALL BE IN 
ACCORDANCE WITH AS 1554. FILLET WELDS TO BE 6mm UNO. 

OES 
ORN 
CKO 
APPO 
SCALE 

3. ALL ROUGH OR BURRED EDGES ARE TO BE DRESSED CLEAN. 

4. BOLTS TO BE METRIC, PROPERTY CLASS 4.6 AND SHALL 
BE IN ACCORDANCE WITH AS 1111. 
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