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NOTES 
l TO BE USED AS DROPPER CABLE (HV) FROM OH CONDUCTOR TO EDO'S OR MV LINKS. 
2 FOR CABLE TERMINATION POLES, TRANSFORMERS, SWITCHES ETC 
3. ALSO FOR L V CABLING FROM TX BUSHINGS TO L V LINKS / L V CONDUCTOR. 
4. TO COMPLY TO AS 14291, AS 3808 & STSP 05-002 
6. FOR OUTDOOR USE , UV STABILISED PCP SHEA TH 
8. REFER TO STANDARDS DRAWING S02-04-02-05 FOR CURRENT RATINGS 

5 AMENDED IMAGERY. PBH MAR '23 BV B.C. 
4 REMOVED NOTES 5 & 7. REFORMATTED TABLES. ADDED ELECTRICAL A.N. FEB '22 BV B.C. 

CHARACTERISTICS. EDITED NOTE 4, TAGS, & TITLE. 
3 NOTE 8 ADDED C.W.M. FEB'20 BV H.E. 
2 TITLEBLOCK & DRAWING NUMBER FORMATTED K.T. JAN'19 cc. cc. 
1 CURRENT CAPACITIES UPDATED TO AS 3008.1.1 cc. MAY'll A.T. SC. 
0 ISSUED Kl DECOS cc cc 

NO DESCRIPTION ORN DATE CKO APPO 
AMENDMENTS 

CONDUCTOR AREA SO mm 35 70 150 300 

BARE CONDUCTOR DIAMETER mm 8.1 112 16.6 236 

INSULATION TICKNESS mm 2.2 2.2 2.4 2.4 

OVERSHEA TH THICKNESS mm 2.0 2.0 2.0 2.0 

INSULATION RATING kV 19/13 19/3.3 19/13 19/13 

CONDUCTOR STRANDING n/ mm 285 / 0.4 203 / 0.6 7 427 / 0.6 7 854 / 0.6 7 

NOMINAL OVERALL DIAMETER mm 13.1 15.7 215 29 .3 

MASS OF CABLE kg / km 575 950 1750 3300 

BENDING RADIU S DURING INST ALL mm 168 201 250 320 

BENDING RADIUS INST AL LED mm 134 161 200 255 

DC RESISTANCE @l 20°C OHM / km 0.565 0.277 0.132 0.0654 

AC RESISTANCE @l 50Hz, 90°C OHM / km 0.7141 03515 0.1677 0.0862 

MA X. PULLING TENSION WHEN PULLED BY EYE N 2450 4900 10500 21000 

3~ CAPACITY IN AIR, 40°C AMBIENT A 177 283 4 70 752 

3~ CAPACITY SURFACES IN CONT ACT A 141 225 375 591 

3 OUTER SHEA TH - GP-85-PCP - BLACK 
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SCALE N.T.S. 

INSULATION - R-EP-90 ELASTOMER 33kV 

CONDUCTOR - FINE STRAND TINNED COPPER 

DESCRIPTION 

POWER STANDARD DRAWING 
CABLE 
COPPER SINGLE CORE 
LOW VOLTAGE - 1.9/3.3 kV 
FLEXIBLE - A TC/R-EP-90/GP-85-PCP 
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